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GUIDELINES FOR SEALING
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IM4 MONITOR
WITH MOTION SENSOR

NORBEM WIRING DIAGRAM

WHEN THERE ARE MORE THAN 2 IM4 MONITORS ON A COLD ROOM, A MOTION SENSOR IS MANDATORY.

- DO NOT CONNECT THE RED WIRE FROM THE LIGHT RELAY OF THE IM4 MONITOR.
- THE POWER SUPPLY FOR THE MOTION SENSOR AND LIGHT MUST BE INDEPENDENT OF THE IM4 MONITOR.
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ELECTRIC PVC CONDUIT
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Norbec Systems Inc.

on

™

site, during installation:

Select the length of wiring (76 "or 1207) best suited to the distance betwesn door # 1 and door # 2.

DB02-00086 IM4 magnetic contact 78" extension cable

IM4 MONITOR REMOTE MOUNTED
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m IM4 MONITOR SURFACE MOUNTED 1 DE 2

Norbec Systems Inc.

WIRING BY ELECTRICAL
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™ IM4 MONITOR SURFACE MOUNTED 2 DE 2
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EVAPORATOR DRAIN

NORm

SILICONE FILLED

JUNCTION BOX\%\_

l Y
SILICONE TYP.

HEATER CABLE: RAYCHEM, SELF
REGULATING H611 OR EQUIVALENT, 120
Volt, 18W/METER, 6W/FOOT SUPPLIED
AND INSTALLED BY REFRIG.
CONTRACTOR AND CONNECTED BY
ELECTRICAL TRADE FREEZER ONLY

EVAPORATOR —|_| j:l
L —

"T” FOR CLEAN OUT
SILICONE TYP.

UNION FITTING

@ 305 [127]
INTERVAL
FREEZER ONLY

DRAINLINE TO RUN INSIDE THE
WALK—=IN, UP TO AN EXPOSED WALL
FASTENED AT A MINIMUM OF 1219 [4']
INTERVAL WITH PROPER CLIPS BEFORE 13 [1/2"] INSULATION
EXITING FREEZER ONLY

APPLY WARNING LABEL ON INSULATION:
"POWERED HEATER WIRE INSIDE”

SPRAY FOAM/

FREEZER ONLY

120V JUNCTION BOX

SUPPLIED AND INSTALLED BY

ELECTRICAL TRADE (IN THE
FREEZER, BEHIND THE
EVAPORATOR, AWAY FROM
AR FLOW NOT TO
OBSTRUCT).

| _—EXPOSED WALL

HEATER WIRE TO COVER
THE ENTIRE THICKNESS
OF THE PANEL.

ATTENTION: A

IF THE FREEZER DRAIN
PIPE IS TO EXIT INTO THE
COOLER, THE HEATER
CABLE SHALL EXTEND UP
TO THE T CONNECTION OF
THE COOLER DRAIN LINE
AND SHALL BE INSULATED
UP TO THIS POINT.
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SYSTEMES NORBEC INC. # DESSIN:

.4

P—TRAP
FUNNEL DRAIh r

ae .
. e
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